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V. INTRODUCTION 

In anticipation of the rapid population growth, increasing water demands facing the state, and 
the potential threats to both the economy and natural resources, the Legislature amended the 
Florida Water Resources Act (Chapter 373, F.S.) in 1997.  The amendments required the five 
water management districts to initiate regional water supply planning in all areas of the state 
where reasonable anticipated sources of water were deemed inadequate to meet year 2020 
projected demands.   
 
The water supply plans include a list of water source options, which will meet anticipated 
demands while sustaining water resources and related natural systems.  As of August 2001, 
all the required regional water supply plans were completed. 
 
The 2002 Legislature expanded the local government comprehensive plan requirements to 
strengthen coordination of water supply planning and local land use planning.  One of the 
most significant new requirements is a 10-year Water Supply Facilities Work Plan.  The 
work plan must: 

1. Project the local government's needs for at least a 10-year period; 
2. Identify and prioritize the water supply facilities and source(s) of water that will be 

needed to meet those needs; and 
3. Include in the local government's Five-Year Schedule of Capital Improvements the 

capital improvements identified as needed for the first five years, including 
financially feasible revenue sources.  A current five-year schedule must always be 
maintained. 

The City of Cocoa has agreed to participate in a pilot project to complete its work plan early.  
The City has been working closely with the Department of Community Affairs (DCA) and 
the St. Johns River Water Management District (SJRWMD) to prepare the work plan.  A 
contract with DCA required a total of three (3) task items.  The first task required the City to 
summarize the existing conditions of the City’s facilities (VI. Water Supply and Facilities 
Information).  The second task required analysis of system capacity, surpluses and 
deficiencies, facility needs, and identification of a sufficient supply of water to meet 
projected needs (VII. Supply and Demand Analysis and Projections).  The third task required 
revisions to Comprehensive Plan elements to integrate the Work Plan into the 
Comprehensive Plan (IX. Revised Comprehensive Plan Elements). 
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VI. WATER SUPPLY AND FACILITIES INFORMATION 

A. Geographic Area 
 

The City of Cocoa water system is a regional system that is permitted to provide water to all 
of Townships 23, 24, 25, and 26 in Brevard County.  A map of the system’s service area is 
included in Map “A”.  The area presently served is generally bound to the south by the 
Pineda Causeway (County Road 404), to the west by the Brevard County and 
Orange/Osceola County boundary line, to the north by Kings Highway, and to the east by the 
Atlantic Ocean.  The total area served is approximately 268 square miles. 
 
More specifically, Cocoa provides water to the following municipalities, communities, 
jurisdictions, and major organizations: 
 

• Canaveral Groves; 
• Cape Canaveral; 
• Cape Canaveral Air Force Station; 
• Cocoa; 
• Cocoa Beach; 
• Kennedy Space Center; 
• Merritt Island; 
• Patrick Air Force Base; 
• Port Canaveral; 
• Port St. John; 
• Rockledge; 
• Sharpes; 
• Suntree; 
• Viera; 
• Unincorporated Areas; and 
• Wholesale water to the City Titusville. 

 
In all, the City’s system serves about 68,000 customers with a population of approximately 
188,000. 

B. Water Sources and Collection Facilities 

Cocoa’s drinking water sources include the Floridan Aquifer, Intermediate Aquifer, Taylor 
Creek Reservoir, and Aquifer Storage and Recovery (ASR) wells.  All of these facilities are 
located in east Orange County. 

Cocoa Well Field 

Raw water comes from forty eight (48) wells in the Cocoa well field: thirty-four (34) 
wells drilled 400 to 600 feet into the Floridan Aquifer and fourteen (14) wells drilled 
into the Intermediate Aquifer.  Due to concerns about salt-water intrusion, the 
SJRMWD limited any further expansion of the well field.  The well field can produce 
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a maximum of 60 million gallons per day (mgd) with all wells pumping 
simultaneously.  Safe well field management practices advise an operating rate that 
allows for well rotation to alleviate stress on the aquifer and provide down time for 
well repair and maintenance.  Such management practices allow Cocoa to operate 
the well field safely at 31 mgd for average flows and 48 mgd for maximum flows.  
The actual average annual flow from the Cocoa well field in 2002 was 24.85 mgd. 

Cocoa Well Field – Floridan Aquifer 

The Floridan Aquifer is one of the most productive sources of ground water in the 
United States.  Public-supply systems that draw water from the Aquifer include 
Tallahassee, Jacksonville, Gainesville, Orlando, Daytona Beach, St. Petersburg, and 
Cocoa.  In Brevard County, the Aquifer generally contains brackish water.  For this 
reason, Cocoa located its well field in east Orange County. 

The Floridan aquifer is overlain by a low permeability aquitard called the Hawthorn 
Formation.  This unit is an extensive and effective confining unit in the eastern 
portions of Orange County.  The ground water withdrawn from the Floridan aquifer 
by this well field comes from the upper zone of relatively permeable limestone, 
known as the Upper Floridan aquifer.  The most productive zone is typically found 
between depths of 250 to 600 feet below land surface in this area with yields ranging 
from about 200 gpm (0.29 mgd) to over 2,400 gpm (3.5mgd). 

Information regarding the City’s Floridan Aquifer water sources, including the 
specifications of all wells, is listed in Table VI-1 on page 6.  Historical flow data is 
listed in Table VI-5 on page 9.  The location of all wells is shown in Map “B”. 
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Table VI-1 - Existing City of Cocoa Floridan Aquifer Supply Wells 

Cocoa 
Pump ID* 

District 
Well ID 

Casing 
Diameter 

Casing 
Depth Total Depth 

Year 
Drilled Flow (gpm) 

1 A 20 316 374 1956 486 
2 B 20 271 616 (450) 1957 415 
3 C 12 266 496 (450) 1957 415 
4 G 12 251 524 1957 1250 

4A1 H 18 266 527 1956 1250 
5 J 12 251 409 1957 347 
7 K 12 285 399 1957 417 

8R M 12 275 400 2000 415 
9 N 12 230 385 1957 347 

10 O 12 229 350 1957 208 
11 P 12 323 580 1958 694 

12A Q 12 275 600 1959 1250 
12B R 12 260 519 1961 1250 
7A S 12 237 710 1962 833 
13R T 16 270 400 1992 486 
14 U 12 252 761 1962 2153 
15 V 12 262 702 1964 2292 
16 W 12 255 600 1964 2292 
17 X 12 252 600 1964 2292 
18 Y 16 254 500 1981 2430 
19 Z 16 254 600 1981 2430 
38 AL 12 320 426 1995 365 
39 AM 12 310 422 1995 365 
40 AN 12 310 440 1995 350 
41 AO 12 320 420 1995 365 
42 AP 12 320 420 1995 330 
43 AQ 12 320 420 1995 360 
44 AR 12 296 418 (375) 1995 405 
20 AS 16 290 602 1991 2430 
21 AT 16 294 603 1991 2430 
22 AU 16 293 602 1991 2430 
23 AV 16 300 600 9/95 2430 
24 AW 16 310 600 11/95 2430 
25 AX 16 300 600 10/95 2430 

Note: The hours of operation vary based on demand and source availability.  All wells are used for public 
supply and fire protection. 
* A Cocoa Pump ID containing the letter: “R” indicates a replacement well; and “A” and “B” do not have any 
significance. 

Cocoa Well Field – Intermediate Aquifer 

The Intermediate Aquifer is discontinuous throughout the Cocoa well field and where 
present is typically found at a depth between 50 to 150 feet below land surface, 
between the surficial aquifer and the Floridan aquifer.  The production zone of this 
aquifer in this well field is a shell layer of variable thickness and permeability 
resulting in well yields ranging from 27 gallons per minute (gpm) to 740 gpm. 
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Information regarding the City’s Intermediate Aquifer water sources, including the 
specifications of all wells, is listed in Table VI-2 on page 7.  Historical flow data is 
listed in Table VI-5 on page 9.  The location of all wells is shown in Map “B”. 

Table VI-2 - Existing City of Cocoa Intermediate Aquifer Supply Wells 
Cocoa 

Pump ID 
District 
Well ID 

Casing 
Diameter 

Casing 
Depth Total Depth 

Year 
Drilled Flow (gpm) 

2T D 10 75 150 1986 208 
1T E 12 85 200 1969 200 
3T F 10 75 140 1986 139 
4T I 10 75 120 1986 0 
7T1 L 12 75 115 1978 694 
5T AA 10 95 165 1994 70 
6T AB 10 75 155 1995 156 
8T AC 10 75 150 1994 740 
9T AD 10 75 150 1995 35 
10T AE 10 80 150 1995 205 
11T AF 10 70 140 1995 100 
12T AG 10 50 125 1995 135 
13T AH 10 70 140 1995 70 
14T AI 10 60 120 1995 90 
15T AJ 10 60 120 1995 30 
16T AK 10 60 120 1994 27 

Note: The hours of operation vary based on demand and source availability.  All wells are used for public 
supply and fire protection. 

Taylor Creek Reservoir – Surface Water 

Taylor Creek is a tributary to the St. Johns River and is about 11 miles west of Cocoa 
and 3 miles from the Claude H. Dyal Water Treatment Plant.  A reservoir was created 
to store water and a retaining structure is maintained by the SJRWMD in accordance 
with an operating schedule approved by the US Corp of Engineers (COE).  Minimum 
flows and levels were recently adopted for the reservoir downstream of discharge 
structure, known as S-164.  The Taylor Creek watershed annual runoff is about 36 
mgd and the reservoir has a capacity to store 5 billion gallons of freshwater.  The 
District permits Cocoa to withdraw an average of 9 mgd and a maximum of 19 
mgd.  The actual average annual flow from the reservoir in 2002 was 2.92 mgd.  
Surface water from the reservoir is blended with the ground water before distribution. 

Information regarding the City’s surface water sources, including the specifications of 
all pumps, is listed in Table VI-3 on page 7.  Historical flow data is listed in Table 
VI-5 on page 9.  The location of all pumps is shown in Map “B”. 

Table VI-3 - Existing City of Cocoa Surface Water Supply Pumps 
Pump # Pump Capacity (gpm) Acreage Of Surface Water Body Name Of Source 

1 4167 2750 Taylor Creek Reservoir 
2 4167 2750 Taylor Creek Reservoir 
3 4167 2750 Taylor Creek Reservoir 

Note: The hours of operation vary based on demand and source availability.  All wells are used for public 
supply and fire protection. 
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Aquifer Storage and Recovery (ASR) Wells 

Cocoa’s ASR system consists of ten (10) wells, a control valve station, a backflow 
preventer, and a computer.  The ASR wells are located around the perimeter of the 
Claude H. Dyal Water Treatment Plant.  Treated water can be stored 300 feet 
underground in the Floridan Aquifer during periods of low demand or recovered 
during periods of high demand.  Water from the ASR system can be pumped to the 
head of the plant or to the ground storage tanks.  The capacity of the existing ASR 
system is 8 mgd.  The ASR wells have a total storage capacity of 1 to 2 billion 
gallons; with one billion gallons currently stored. 

Information regarding the City’s ASR system, including the specifications of all 
wells, is listed in Table VI-4 on page 8.  Historical flow data is listed in Table VI-5 on 
page 9.  All ten (10) ASR wells are currently located within the confines of the Dyal 
Plant property, which are shown in Map “B”. 

Table VI-4 - Existing City of Cocoa Finished Water ASR Wells 
Cocoa 

Pump ID 
District 
Well ID 

Casing 
Diameter 

Casing 
Depth Total Depth 

Year 
Drilled Flow (gpm) 

R-1 AY 16 315 356 1984 694 
R-2 AZ 16 280 370 1989 694 
R-3 BA 16 300 370 1989 694 
R-4 BB 16 300 370 1989 694 
R-5 BC 16 300 370 1989 694 
R-6 BD 16 300 370 1989 694 
R-7   16 300 370 1998 694 
R-8   16 300 370 1998 694 
R-9   16 300 370 1998 694 

R-10   16 300 370 1998 694 
Note: The hours of operation vary based on demand and source availability.  All wells are used for public 
supply and fire protection. 
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Table VI-5 - City of Cocoa Historical Water Supply Sources and Flows 

Annual Average Daily Flow (mgd) 

  
Year 

Actual 
Flow 

 
Floridan 
Aquifer 
Supply 

Intermediate 
Aquifer 
Supply 

Finished 
Water 
ASR 

Supply 

 Taylor 
Creek 

Reservoir 
Supply* 

Surface 
Water 

Treatment 
Capacity* 

 Max. 
Actual 
Daily 
Flow 

1990 22.46 21.86 0.70 -0.10 N/A N/A 31.92 
1991 21.61 21.50 0.21 -0.10 N/A N/A 29.31 
1992 23.12 22.26 0.96 -0.10 N/A N/A 35.61 
1993 24.11 23.21 1.00 -0.10 N/A N/A 36.08 
1994 22.60 21.42 1.28 -0.10 N/A N/A 32.69 
1995 24.28 22.98 1.40 -0.10 N/A N/A 34.07 
1996 25.36 23.92 1.54 -0.10 N/A N/A 38.00 
1997 23.70 20.97 2.73 0.00 N/A N/A 31.08 
1998 25.24 22.38 2.86 0.00 N/A N/A 41.24 
1999 25.18 22.33 2.85 0.00 N/A N/A 36.39 
2000 26.96 23.23 2.50 0.02 1.21 12.0 38.08 
2001 26.06 22.00 2.97 -0.41 1.50 12.0 39.40 
2002 27.13 21.85 3.00 -0.64 2.92 12.0 40.83 

* N/A means there was no surface water supply or treatment available. 

C. Treatment Facilities 

Cocoa’s drinking water treatment facilities include the Wewahootee Water Treatment Plant 
and the Claude H. Dyal Water Treatment Plant.  All of these facilities are located in east 
Orange County, which are shown in Map “B”. 

Wewahootee Water Treatment Plant 

The Wewahootee Water Treatment Plant includes 160 acres.  Ground water is 
pumped from the Cocoa well field to Wewahootee, where it is aerated to remove 
hydrogen sulfide, and then chlorinated.  Water is then pumped through approximately 
nine miles of parallel 36-inch and 42-inch diameter transmission pipelines to the Dyal 
Plant. 

Claude H. Dyal Water Treatment Plant 

The Claude H. Dyal Water Treatment Plant includes 62 acres and is located on the 
south side of State Road 520 about five miles west of the St. Johns River.  The plant 
has a rated capacity of 48 mgd. 

Cocoa completed an expansion of the Dyal Plant in November 1999 in order to 
provide water intake and treatment facilities to collect and treat surface water from 
the Taylor Creek Reservoir.  The expansion was necessary because surface water 
requires a different treatment method than ground water.  The intake and treatment 
facilities are currently rated at 12 mgd and are upgradeable to 24 mgd. 
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The entire system delivers approximately 10 billion gallons of water each year with 
peak flows in excess of 40 mgd during the summer.  Average daily flow or demand 
has increased from 22.46 mgd in 1990 to 27.13 mgd in 2002.   

Historical treatment plant flow and water use data by major user are listed in Table 
VI-6 on page 10. 

Table VI-6 - City of Cocoa Historical Water Use and Flows (by Major User Group) 

Year Population  
Customer 
Accounts 

Annual 
Average 

Daily 
Plant 
Flow 
MGD 

US Gov. 
Contract 

Flow 
MGD* 

Titusville 
Flow 

MGD** 

Port 
Canaveral 

Flow 
MGD 

Net 
Commercial 

and 
Residential 

Flow 
MGD*** 

Maximum 
Daily 

Plant Flow 
MGD 

1990 134,124  48,000  22.46 3.45 N/A 0.42  18.59 31.92 
1991 135,521  48,500  21.61 3.34 N/A 0.42  17.85 29.31 
1992 141,110  50,500  23.12 3.98 N/A 0.48 18.66 35.61 
1993 145,301  52,000  24.11 3.77 N/A 0.44  19.90 36.08 
1994 149,492  53,500  22.60 3.29 N/A 0.40  18.91 32.69 
1995 152,287  54,500  24.28 3.62 0.26  0.50  19.90 34.07 
1996 155,081  55,500  25.36 4.23 0.70  0.58  19.86 38.00 
1997 159,272  57,000  23.70 3.40 0.96  0.57  18.77 31.08 
1998 165,978  59,400  25.24 3.33 1.04 0.48 20.39 41.24 
1999 169,890  60,800  25.18 3.13 1.04 0.57 20.44 36.39 
2000 173,663  62,150  26.96 3.31 1.00 0.67 21.98 38.08 
2001 182,537  65,326  26.06 2.70 0.77 0.60 21.99 39.40 
2002 188,332  67,400  27.13 2.86 0.64 0.63 22.99 40.83 
* US Gov Contract Flow includes the Kennedy Space Center and Patrick Air Force Base. 
** N/A means there was no connection to the City of Titusville. 
*** Net Commercial and Residential Flow includes Canaveral Groves, Cape Canaveral, Cocoa, Cocoa Beach, Merritt Island, 
Port St. John, Rockledge, Sharpes, Suntree, Viera, and Unincorporated Areas. 
 

D. Major Distribution and Transmission Facilities 

Treated water is delivered throughout most of central Brevard County through about 1,175 
miles of pipe.  The distribution system, including storage and pumping facilities, is located 
throughout Cocoa’s water service area in central Brevard County.  An inventory of all pipe 
sizes by area is listed in Table VI-7 on page 11. 
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Table VI-7 - City of Cocoa Water Mains Inventory By Area as of Nov. 1, 2002 

Pipe Sizes 
Area* 54"-18" 16" 12" 10" 8" 6" 4" 3" 2" Total 

Cocoa Incorporated 9.24 0.00 6.53 3.36 12.25 43.58 12.96 1.75 4.51 94.19 
Cocoa** 
Unincorporated 30.60 0.00 24.28 0.58 25.20 81.48 33.13 0.32 8.88 204.49 
Rockledge 
Incorporated 2.89 2.99 6.13 4.06 25.64 58.27 11.35 0.00 3.67 114.99 
Rockledge 
Unincorporated 0.00 3.23 0.32 0.42 3.11 8.37 1.45 0.00 0.09 16.99 
Cocoa Beach 
Incorporated 11.26 0.00 3.47 3.99 9.98 40.43 22.84 0.21 1.73 93.91 
Cocoa Beach 
Unincorporated 1.94 0.00 0.03 0.00 1.05 6.07 3.60 0.00 0.03 12.72 
Cape Can. 
Incorporated 3.66 0.76 0.42 0.82 9.58 18.47 9.80 0.03 0.54 44.08 
Cape Can. 
Unincorporated 8.15 0.16 3.52 0.49 7.31 5.84 0.66 0.00 0.44 26.57 
Merritt Island 21.36 3.63 14.17 2.56 65.49 125.20 61.41 0.00 5.43 301.24 
Suntree/ Viera 7.01 8.93 16.28 9.48 48.91 50.96 16.08 0.00 2.80 160.46 
Port St. John 1.73 1.78 7.99 0.00 27.52 55.38 11.45 0.00 0.00 105.85 
Totals 97.83 21.48 83.13 25.76 236.03 494.06 186.75 2.32 28.13 1175.49 
Note: The hours of operation vary based on demand and source availability.  All wells are used for public supply 
and fire protection. 
* No City of Cocoa owned water mains are located on Cape Canaveral Air Force Station, Kennedy Space Center, 
Patrick Air Force Base, Port Canaveral, or City of Titusville. 
** Canaveral Groves, Sharpes are also included within Cocoa Unincorporated. 

E. Storage Facilities 

Potable water is stored in the following four locations, which are shown in Map “C”: 

• A 5-million-gallon steel ground storage tank located at the Utilities Complex in Tate 
Industrial Park in Cocoa. 

• Two concrete ground storage tanks providing 4 million gallons of storage are located 
next to State Road 520 at the Banana River.  The pumping station at this site is used 
to boost pressure to the beaches and to maintain chlorine residuals. 

• A 2-million-gallon ground storage tank and pumping station is in Viera at Interstate 
95 and Wickham Road.  Ground storage tanks are used to meet peak demands during 
the day. 

• A 1.5-million-gallon steel elevated tank located on U. S. Highway 1 north of State 
Road 520.  The elevated tank is used to maintain a constant pressure in the 
distribution system. 

F. Permit Conditions and Duration 
 

On June 29, 1957, Chapter 57-1232, the Laws of Florida, authorized the City of Cocoa to 
extend its water mains and water distribution system beyond its limits and sell water through 
said system to private individuals or other uses for profit.  A copy of the law is attached as 
Exhibit “A”. 
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The City holds a Consumptive Use Permit (CUP) from the SJRWMD for its potable water 
supply system.  CUP No. 2-095-0005UGMR was issued initially on February 20, 1979, and 
was renewed on December 11, 1990.  This permit authorizes the City to withdraw ground 
water from the Cocoa well field, and inject and withdraw water from ASR wells in east 
Orange County.  Permit conditions entitle the City to withdraw water at a maximum daily 
rate of forty-eight (48) million gallons and a maximum annual rate of 11.32 billion gallons 
from a series of wells in the Floridan and intermediate aquifers.  A copy of this permit, 
including conditions, is attached as Exhibit “B”.  The permit expiration date was originally 
December 11, 1997, but because an application for renewal of the permit was received by 
SJRWMD on December 3, 1997, the permit did not expire.  According to section 40C-1.610 
of the Florida Administrative Code, the permit will not expire until final agency action, or if 
the permit is denied or the terms limited, until the last day for seeking review of the 
SJRWMD order or a later date fixed by order of the reviewing court. 

The City also holds a SJRWMD CUP for the withdrawal of water from the Taylor Creek 
Reservoir.  CUP No. 2-097-0024NG was issued on July 13, 1993 and will expire on February 
19, 2004.  The permit authorizes the City to withdraw surface water at an annual average rate 
of nine (9) million gallons and a maximum daily rate of nineteen (19) million gallons.  A 
copy of this permit, including conditions, is attached as Exhibit “C”. 

CUP application #50245, which combined both existing CUPs into one permit, was 
submitted to the SJRWMD for review and approval on December 3, 1997.  The application 
requested no change in ground water withdrawals from the Floridan aquifer and the 
intermediate aquifer systems, and an increase in surface water withdrawals from Taylor 
Creek Reservoir for public supply.  After several time extension waiver requests, the City is 
expecting the SJRWMD Governing Board to consider the application in summer/fall 2003. 

G. Reclaimed Water System 

There are ten (10) reclaimed water treatment systems other than Cocoa’s, which receive 
wastewater flows within the Cocoa water service area.  Three are municipal systems 
providing reclaimed water exclusively within their corporate limits (Cities of Cape 
Canaveral, Cocoa Beach, and Rockledge).  Four are county systems providing reclaimed 
water to the general areas of Merritt Island, Port St. John, Sharpes, and South Central 
Brevard County.  The last three systems are situated on U.S. Government property (Cape 
Canaveral Air Force Station, Kennedy Space Center, and KSC Industrial Complex).  2002 
facility data, including wastewater treatment and reuse flows, are listed in Table VI-8 on page 
13. 

Cocoa operates an advanced water reclamation facility rated at a capacity of 4.5 mgd, which 
was developed as a public access system.  The system includes more than 45 miles of pipe 
from 2 inches to 18 inches in diameter and more than 1,000 accounts.  The reclaimed water 
distribution system also includes two ground storage tanks with a capacity of two million 
gallons each, a 5-mgd capacity pump station, and a 500,000-gallon capacity elevated storage 
tank.  Cocoa’s Reclaimed Water Distribution System is shown in Map “D”. 
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Table VI-8 – Wastewater and Reuse Systems Within the Cocoa Water Service Area (by Reuse 
Type and Sub-Type) – Source: FDEP 2001 Reuse Inventory 

Reuse System 
Name 

Wastewater 
Treatment 

Capacity (mgd) 

Treated 
Wastewater 
Flow (mgd) 

Reuse 
Type* 

Reuse 
Sub-

Type**

Part of 
Chapter 62-

610, FAC***

Reuse Facility 
Capacity 

(mgd) 

Reuse Avg. 
Annual Flow 

(mgd) 
Area 

(acres)
AI EC III 1.00 0.04 1.50 

PAA&LI RI III 1.00 0.88 1.30 

PAA&LI GCI III 1.00 0.19 120 

IND ATP VII 0.06 0.06  

BCUD/(Sykes Creek) 
Merritt Island 6.00 3.52 

AI OC II 1.00 0.04 4 

PAA&LI OPAA III 0.07 0.01 4 
BCUD/Port St. John 0.50 0.19 

GWR&IPR RIB IV 0.28 0.18 2 

AI OC II 0.57 0.18 650 

WL NA NA 2.50 0.49 163 

GWR&IPR RIB IV 0.55 0.03 82 

PAA&LI GCI III 0.72 0.20 242 

PAA&LI RI III 0.53 0.46 158 

BCUD/South Central 
Regional 3.00 1.80 

PAA&LI OPAA III 0.63 0.46 105 
Cape Canaveral, AFS 
Main 0.80 0.35 GWR&IPR RIB IV 0.80 0.35 5 

IND ATP VII 0.06 0.06  Cape Canaveral, 
WWTP, City of 1.80 0.75 

PAA&LI OPAA III 0.70 0.46 45 

PAA&LI RI III 1.80 1.79 315 

PAA&LI OPAA III 0.25 0.24 55 

PAA&LI GCI III 0.04 0.04 14 
Cocoa (Jerry Sellers) 4.50 2.14 

IND ATP VII 0.03 0.03  

PAA&LI RI III 3.00 2.80 1013 
Cocoa Beach 6.00 3.52 

PAA&LI GCI III 3.00 0.41 187 
Kennedy Space 
Center #4 0.20 0.07 GWR&IPR RIB IV 0.20 0.07 73 

Kennedy Space 
Center/Industrial #1 0.38 0.08 AI OC II 0.38 0.08 82 

PAA&LI OPAA III 0.44 0.22  

PAA&LI GCI III 0.39 0.21  Rockledge 4.50 1.66 

PAA&LI RI III 0.50 0.50  

Sun Lake Estates 0.14 0.06 GWR&IPR RIB IV 0.21 0.06 7 

Total 27.82 14.14    21.71 10.54  

 
*REUSE TYPES 
PAA&LI Public Access Areas & Landscape Irrigation 
AI Agricultural Irrigation 
GWP&IPR Ground Water Recharge & Indirect 
Potable Reuse 
IND Industrial 
TF Toilet Flushing 
FP Fire Protection 
WL Wetlands 
OTH Other 
 
**REUSE SUB-TYPES 
GCI Golf Course Irrigation 
RI Residential Irrigation 
OPAA Other Public Access Areas 
EC Edible Crops 

OC Other Crops 
RIB Rapid Infiltration Basins 
AF Absorption Fields 
SWA Surface Water Augmentation 
INJ Injection 
ATP At Treatment Plant 
AOF At Other Facilities 
 
*** PARTS OF CHAPTER 62-610, F.A.C. 
II Slow-rate Land Application Systems; Restricted Public Access 
III Slow-rate Land Application Systems; Public Access Areas, 

Residential Irrigation, and Edible Crops 
IV Rapid-rate Land Application Systems (Rapid Infiltration Basins 

and Absorption Fields) 
V Ground Water Recharge and Indirect Potable Reuse 
VII Industrial Uses of Reclaimed Water 
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VII. SUPPLY AND DEMAND ANALYSIS AND PROJECTIONS 

A. Demand Analysis and Projections 
 

Cocoa’s utility system has experienced steady growth.  Since 1990, more than 19,000 
accounts have been added to the system and the system now provides wholesale water to the 
City of Titusville.  Cocoa’s system growth and water use from 1990 through 2002 are shown 
in Table VI-6 on page 10. 
 
Cocoa staff worked closely with SJRWMD staff in the Water Supply Management and 
Water Use Regulation offices to determine the future water needs.  The flow projections 
were completed in 1998 as part of the Water 2020 water supply planning process and are 
shown in Table VII-1 on page 17 and Figure VII-1 on page 18.  Cocoa Staff has also mapped 
current and projected areas that will have water service in 2023 (Map “E”). 
 
System flow projections are based on a review of historical records and estimations of future 
needs.  Each major factor is discussed in detail below: 

Population Growth 

Population growth is projected using Traffic Analysis Zone (TAZ) data supplied by 
SJRWMD staff in the Water Supply Management Office.  Cocoa’s service area was 
broken down into smaller areas that correspond to TAZ area boundaries. 
 
A population adjustment was made for the South Mainland Area.  The Viera 
Company has an approved Development of Regional Impact (DRI) for residential and 
commercial development in this area.  The DRI projects a greater population in this 
area than was anticipated in the TAZ analysis.  The net difference in population of 
19,060 was added to Cocoa’s 2020 population projection.  A straight-line population 
growth rate was then assumed from 1990 to 2020.  The projections are shown in 
Table VII-2 on page 19. 
 

Customer Accounts 

The estimated growth in customer accounts is based on the population served in 1990 
divided by the number of accounts in 1990.  The result is 2.79 persons per account.  
The projected number of customer accounts from 2000 to 2020 was calculated by 
dividing the TAZ population projections by 2.79. 

Per Capita Flow 

Cocoa’s water billing database does not allow differentiation of residential 
(household) uses and commercial uses.  This level of analysis is not possible because 
only single-family residential units are coded as residential.  Multi-family accounts 
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are coded as commercial accounts.  For the purposes of historical uses and flow 
projections, per capita use is based on combined household and commercial uses less 
wholesale water sales to Titusville, Port Canaveral, and the U. S. Government 
facilities at Kennedy Space Center, Cape Canaveral Air Force Station, and Patrick Air 
Force Base. 
 
The logic for this analysis is that increasing population requires additional household 
use and additional retail and commercial support uses.  An analysis of per capita 
residential/ commercial (r/c) flows for the period from 1990 to 1999 is based on 
actual flows and estimated population.  The combined r/c flow rates range from 118 
gpd to 139 gpd with a 10-year average of 129.1 gpd per person. 
 
Based on historical annual rainfall totals, the City has determined that 1990 
represented a dry year (1:10 year drought).  SJRWMD Water Supply Management 
staff has determined that 1995 represented an average rainfall year (SJRWMD’s 
Water Supply Assessment — 1998).  Observed per capita flows for these years (139 
gpd dry, 130-gpd average) were used to project future r/c flow needs for dry and 
average rainfall years.  Obviously, rainfall distribution throughout the year plays a 
major part in overall water use and greater than 1:10 year drought occurrences will 
result in annual water demands greater than projected dry year demands.  Abnormal 
rainfall distributions can result in higher than expected peak use, even during years 
that receive a normal annual amount of rainfall. 

Projected Wholesale Water Use 

Cocoa’s largest wholesale water customer is the U.S. Government.  The U.S. 
Government contract with Cocoa is for a combined annual average daily flow (aadf) 
of 5 mgd at three installations: Kennedy Space Center, Cape Canaveral Air Force 
Station, and Patrick Air Force Base.  The historical flows range from 3.13 mgd to 
4.23 mgd.  The average of this range, 3.7 mgd, was chosen to represent the flow 
during an average rainfall year.  The maximum contract amount of 5 mgd was chosen 
to represent U. S. Government flow during a dry year. 
 
Cocoa also has an interlocal agreement for a system interconnect with the City of 
Titusville, which has been recently amended, to supply up to 1.5 mgd aadf.  Through 
this agreement, Titusville is also committed to purchase at least 0.5 mgd during each 
monthly billing period.  Current flows average slightly over 0.5 mgd.  Therefore, 0.5 
mgd was chosen to represent flows during an average rainfall year and the maximum 
contract amount of 1.5 mgd was used for future dry year flows. 
 
The District Water Supply Plan (SJRWMD 2000) has identified a 2.45 mgd average 
daily deficit in 2020 for the Titusville water system.  The most cost-effective water 
supply option identified for Titusville in the District Water Supply Plan (SJRWMD 
2000) included the continued use of the Cocoa interconnect.  The Cocoa-Titusville 
interconnect agreement expires in 2005 unless it is extended at Titusville’s option.  
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Adjustment to this flow may be required depending on Titusville’s choice of water 
supply options in 2005. 
 
Another major wholesale water customer is Port Canaveral.  Large quantities of water 
are supplied through the Port to cruise ships.  Significant growth in this sector is 
projected as Port Canaveral grows as a cruise destination for the Central Florida 
tourist market.  The construction of new cruise terminals is being planned to meet this 
demand. 
 
Maximum daily flows were projected based on historical peaking factors observed.  
In general, peaking factors are larger during dry years and are less pronounced during 
average rainfall years.  The peaking factor used for projections is 1.50. 
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Table VII-2 - City of Cocoa Traffic Analysis Zone Data - 
Source: SJRWMD 

Area 

Traffic 
Analysis 

Zone 
1990 

Population 
2020 

Population 
Population 

Change 

Percentage 
Increase/ 

(Decrease) 
Central Mainland Area 

100 402 386 -16 -3.98% 
101 763 871 108 14.15% 
102 1295 2432 1137 87.80% 
103 1389 2020 631 45.43% 
104 323 446 123 38.08% 
105 2553 3256 703 27.54% 
106 188 1047 859 456.91% 
107 750 931 181 24.13% 
108 744 833 89 11.96% 
109 385 4486 4101 1065.19% 
110 636 770 134 21.07% 
112 79 148 69 87.34% 
113 1197 1729 532 44.44% 
114 12 430 418 3483.33% 
115 1009 1133 124 12.29% 
116 2266 2933 667 29.44% 
117 282 761 479 169.86% 
118 2229 2357 128 5.74% 
119 1445 2422 977 67.61% 
121 812 821 9 1.11% 
122 1131 1078 -53 -4.69% 
123 0 0 0 0.00% 
124 510 500 -10 -1.96% 
125 1381 1471 90 6.52% 
126 1403 1311 -92 -6.56% 
127 1207 1290 83 6.88% 
128 659 660 1 0.15% 
129 670 660 -10 -1.49% 
130 290 298 8 2.76% 
131 16 17 1 6.25% 
132 850 856 6 0.71% 
133 1716 1676 -40 -2.33% 

Cocoa and Vicinity 

134 1189 1501 312 26.24% 
Area Total   29781 41530 11749 39.45% 
      

135 623 604 -19 -3.05% 
136 0 0 0 0.00% 
137 34 32 -2 -5.88% 
138 321 619 298 92.83% 
139 861 805 -56 -6.50% 
140 2483 4336 1853 74.63% 
141 0 0 0 0.00% 
142 1637 2202 565 34.51% 
143 1088 1112 24 2.21% 
144 841 929 88 10.46% 
145 936 931 -5 -0.53% 
146 741 817 76 10.26% 
147 0 0 0 0.00% 
148 2455 2621 166 6.76% 
149 2656 4406 1750 65.89% 
150 1089 1993 904 83.01% 
151 1030 1431 401 38.93% 
152 19 1880 1861 9794.74% 

Rockledge and 
Vicinity North of 
Barnes 

153 157 203 46 29.30% 
Area Total   16971 24921 7950 46.84% 
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Table VII-2 - City of Cocoa Traffic Analysis Zone Data - 
Source: SJRWMD (continued) 

Area 

Traffic 
Analysis 

Zone 
1990 

Population 
2020 

Population 
Population 

Change 

Percentage 
Increase/ 

(Decrease) 
Merritt Island Area 

400 3 0 -3 -100.00% 
400 3 0 -3 -100.00% 
401 0 0 0 0.00% 
402 0 0 0 0.00% 
403 0 0 0 0.00% 
404 0 0 0 0.00% 

KSC Area 

405 0 0 0 0.00% 
Area Total   6 0 -6 -100.00% 
      

406 1263 3302 2039 161.44% 
407 298 1105 807 270.81% 
408 767 2735 1968 256.58% 
409 333 2933 2600 780.78% 

North of SR 528 

410 828 2246 1418 171.26% 
Area Total   3489 12321 8832 253.14% 
      

411 1077 1499 422 39.18% 
412 937 1594 657 70.12% 
413 225 389 164 72.89% 
414 1316 2149 833 63.30% 
416 1816 1714 -102 -5.62% 
417 1493 1641 148 9.91% 
418 0 0 0 0.00% 
419 2507 2416 -91 -3.63% 
420 1189 1219 30 2.52% 
421 332 338 6 1.81% 
422 1129 1221 92 8.15% 
423 1165 1088 -77 -6.61% 
424 687 847 160 23.29% 
424 687 847 160 23.29% 
428 1 1 0 0.00% 
429 408 416 8 1.96% 

West Between SR 
528 and SR 520 

430 372 357 -15 -4.03% 
Area Total   15341 17736 2395 15.61% 
      

415 3474 3727 253 7.28% 
425 1761 2234 473 26.86% 
426 969 973 4 0.41% 

East Between SR 
528 and SR 520 

434 802 1251 449 55.99% 
Area Total   7006 8185 1179 16.83% 
      

431 1980 1905 -75 -3.79% 
432 0 0 0 0.00% 
433 510 1256 746 146.27% 
435 0 0 0 0.00% 
436 1768 1875 107 6.05% 
437 195 355 160 82.05% 
438 948 1598 650 68.57% 
439 1083 2120 1037 95.75% 
440 1017 1492 475 46.71% 
441 472 695 223 47.25% 

South of SR520 

442 481 583 102 21.21% 
Area Total   8454 11879 3425 40.51% 
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Table VII-2 - City of Cocoa Traffic Analysis Zone Data - 
Source: SJRWMD (continued) 

Area 

Traffic 
Analysis 

Zone 
1990 

Population 
2020 

Population 
Population 

Change 

Percentage 
Increase/ 

(Decrease) 
Merritt Island Area (cont’d) 

427 1119 1658 539 48.17% 
443 1123 1359 236 21.02% 

South Newfound 
Harbor Drive 

444 423 509 86 20.33% 
Area Total   2665 3526 861 32.31% 
      
South Mainland Area 

155 2 2790 2788 139400.00% 
158 596 1970 1374 230.54% 
164 167 5514 5347 3201.80% 

Viera and Vicinity 
East of I-95 

167 309 2697 2388 772.82% 
Area Total   1074 12971 11897 1107.73% 
      

157 0 0 0 0.00% 
163 199 1260 1061 533.17% 
168 0 0 0 0.00% 
169 0 1499 1499 0.00% 

Viera and Vicinity 
West of I-95 and 
North of Wickham 

156 5 315 310 6200.00% 
Area Total   204 3074 2870 1406.86% 
      

154 720 861 141 19.58% 
160 75 781 706 941.33% 
161 425 615 190 44.71% 

US 1 Area 

165 30 106 76 253.33% 
Area Total   1250 2363 1113 89.04% 
      

159 282 5487 5205 1845.74% Suntree Area 
North of Wickham 166 603 5238 4635 768.66% 
Area Total   885 10725 9840 1111.86% 
      

162 77 323 246 319.48% 
200 3575 11857 8282 231.66% 

Suntree Area 
South of Wickham 

293 0 774 774 0.00% 
Area Total   3652 12954 9302 254.71% 
      
South Mainland Water Service Area Adjustment 
Adjustment 0 19060 19060 19060 100.00% 
      
Beaches Area 
CCAFS 500 0 0 0 0.00% 
Area Total   0 0 0 0.00% 
      

501 5 0 -5 -100.00% Port Canaveral 
502 0 0 0 0.00% 

Area Total   5 0 -5 -100.00% 
      

503 422 696 274 64.93% 
504 601 672 71 11.81% 
505 2644 3803 1159 43.84% 
506 2739 2844 105 3.83% 
507 1183 1192 9 0.76% 

Cape Canaveral 
and Vicinity 

508 912 875 -37 -4.06% 
Area Total   8501 10082 1581 18.60% 
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Table VII-2 - City of Cocoa Traffic Analysis Zone Data - 
Source: SJRWMD (continued) 

Area 

Traffic 
Analysis 

Zone 
1990 

Population 
2020 

Population 
Population 

Change 

Percentage 
Increase/ 

(Decrease) 
Beaches Area (cont’d) 

509 1700 1660 -40 -2.35% 
510 639 682 43 6.73% 
511 854 868 14 1.64% 
512 808 1024 216 26.73% 
513 1223 1170 -53 -4.33% 
514 2280 2198 -82 -3.60% 
515 922 871 -51 -5.53% 
516 490 478 -12 -2.45% 
517 24 21 -3 -12.50% 
518 1287 1262 -25 -1.94% 
519 516 522 6 1.16% 
520 1855 1860 5 0.27% 

Cocoa Beach and 
Vicinity 

521 1207 2074 867 71.83% 
Area Total   13805 14690 885 6.41% 
      

522 690 858 168 24.35% 
523 0 0 0 0.00% 
524 1037 1287 250 24.11% 

PAFB* 

530 3965 3966 1 0.03% 
Area Total   5692 6111 419 7.36% 
*PAFB population is included in Government Flows, not to be included in 
population projections  

      
System Total 
System Total   134124 247117 113412 84.56% 

B. Supply Analysis 

Cocoa’s supply relies on a blend of surface water, ground water, and stored water in its 
Aquifer Storage and Recovery (ASR) system.  Presently, ground water supplies the majority 
of water and will continue to be Cocoa’s primary supply during times of drought.  It is 
projected that the Floridan and Intermediate Aquifers will supply about 26 mgd in 2003 and 
31 mgd in 2023.  However, surface water supplies will be relied upon more heavily and will 
make up a larger portion of the total system demand as the system grows.  It is projected that 
the Taylor Creek Reservoir will supply 6.00 mgd in 2003 and increase to 8.64 mgd by 2023 
(Table VII-3 on page 25). 

Conservation 

Cocoa has aggressively pursued water conservation and reclaimed water use to 
minimize potable water use. 
 
Due to numerous factors such as the implementation of reclaimed water, development 
of alternative water sources, aggressive conservation program, and increasing block 
rate structures, a reduction in the per capita use rate to a relatively low amount of 96 
gallons per day has resulted. 
 
The City has implemented or accomplished the following conservation measures: 
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• Enforcing SJRWMD’s permanent water conservation rule and water shortage 
orders; 

• Providing daily water conservation public service announcements on 
television; providing videos to local schools and community organizations; 
maintaining a landscape demonstration project within the City; providing 
water conservation exhibits; public education including a minimum of twelve 
(12) presentations to schools and at public events; distributing water 
conservation information to customers via newsletter, billings, and newspaper; 
landscaping irrigation audits through a mobile irrigation laboratory; and 
providing hundreds of low-flow plumbing fixtures annually to retro-fit older 
residential and commercial buildings; 

• Implementing an inclining block conservation based rate structure; 
• Operating a residential meter change out program (about 3,000/year or 5% of 

total); 
• Having a low unaccounted for water system-wide of less than 4%, due in part 

to a 2-inch galvanized pipe replacement program that has replaced over 9 
miles of old pipes.  The remaining 2 miles of old pipe should be replaced 
within four (4) years; and 

• Having a very aggressive reuse program as described in (VI.G. Reclaimed 
Water System). 

 
These factors have combined to reduce Cocoa’s actual use of the Floridan Aquifer to 
a maximum of 23.92 MGD in 1996, or 4.08 MGD less than its 1997 CUP allocation.  
These flows are shown in Table VI-5 on page 9. 

Water Supply Strategy 

Cocoa has submitted a revised water supply plan as part of its CUP application as 
described in (VI. F. Permit Conditions and Duration).  The revised water supply plan 
is currently under review by SJRWMD.  The plan proposes the City investigate, in 
cooperation with Orange County Utilities (OCU), options for a partnership with OCU 
to produce at least 4 mgd of potable water on an average day from the City’s water 
supply system for use within the OCU service or other areas of Orange County.  If 
feasible options are identified, the City will formulate a plan for SJRWMD review 
and approval.  If no option can be jointly selected by the City and the OCU, the City 
will provide to SJRWMD an explanation as to the reasons that no option was 
selected. 
 
There is also a possibility that additional Floridan Aquifer supplies will be made 
available through mitigation or avoidance of environmental impacts.  In order to 
offset any impacts, Cocoa is proposing to participate with other Central Florida 
utilities in avoidance or mitigation measures in a pro rata share based on the amount 
of impact as compared to those impacts caused by increased Floridan Aquifer 
demands by other utilities.  It is also recognized that water quality impacts to the 
Cocoa Well Field are a concern in the development of other ground water 
withdrawals in the vicinity of our wells.  Cocoa will cooperate in studies necessary to 
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protect water quality in its well field while allowing an increase of groundwater use in 
the region. 

Table VII-1 on page 17 and Table VII-3 on page 25 list all projected flows and 
proposed supply sources through 2023.  In 2023, the City is projecting an average 
demand of 36.40 mgd with an average supply of 39.64 mgd.  Maximum flows of 
59.47 mgd are projected for both supply and demand in 2023.  The District Water 
Supply Plan (SJRWMD 2000) identified an average daily and a maximum daily 
demand deficit of 3.05 mgd and 8.68 mgd respectively in 2020.  The City has since 
updated its projections through its CUP renewal process to show sufficient capacity to 
supply needs until 2023.  The conservation measures described on page 22 reduced 
the per capita demand and the continued increase in the use of surface water from the 
Taylor Creek Reservoir will supplement the groundwater supply, as demonstrated in 
Table VII-3. 

The City recognizes the serious shortfall of groundwater to supply future water 
demand and will be participating in the implementation phase of the SJRWMD’s 
East-Central Florida Water Supply Planning Initiative in order to find regional 
solutions for potential water supply problems, including the development of 
alternative water sources to supplement the groundwater supply.  Currently, the City 
is using and plans to increase the development and use of alternative water sources to 
supplement the groundwater supply.  By 2023, the City plans to withdraw an average 
of 8.64 mgd from the Taylor Creek Reservoir, an increase of 5.72 mgd from 2002.  
Through further improvements to the reclaimed water system and ASR technology, 
the City plans to make 100% reuse of these sources a realistic goal. 
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C. SJRWMD Confirmation 
 

The SJRWMD has confirmed by letter that the City has developed a water supply facilities 
work plan that addresses projected needs and is consistent with the District Water Supply Plan 
(SJRWMD 2000).  A copy of the letter is provided in Exhibit “D”. 

VIII. FACILITY ANALYSIS 

A. Twenty-Year Work Plan  
 

Due to the 20-year CUP renewal process and the abundance of data and projections in a 
twenty-year timeframe, the City has opted to develop a Twenty-Year Work Plan instead of 
the required ten. 

 
The City of Cocoa has developed a sophisticated integrated water supply system consisting 
of supply and demand side elements.  The combination of alternative water sources such as 
the Taylor Creek Reservoir, reclaimed water, and ASR technology will shift demand away 
from groundwater supplies while conservation measures like increased block rate structures, 
more efficient technology, education, and enforcement should lower usage.  This integrated 
approach will provide water customers in Central Brevard County with a reliable system at a 
reasonable cost. 

 
The Claude H. Dyal Water Treatment Plant has a maximum capacity of 48 mgd and the 
Taylor Creek treatment expansion has as maximum capacity of 12 mgd to potentially serve 
demands until 2023 with additional capacity upgrades to transmission, distribution, and 
storage facilities occurring during the next 20 years.  With a total processing capacity at 60 
mgd, the City will be able to serve a projected maximum 59.47 mgd if a dry year occurs in 
2023. 

 
Every five (5) years, the City plans to update its Work Plan in conjunction with the 
preparation of CUP compliance reports in order to verify that the water sources and facilities 
are capable of supplying the needs of Cocoa. 

B. Ten-Year Schedule of Capital Improvements 
 

In order to provide sufficient facility capacity, the City has established a Ten-Year Schedule 
of Capital Improvements, which is attached as Exhibit “E”.  The schedule of improvements 
was generated by the City, with no requests received from other local governments.  The 
improvements will enable the City to accommodate projected flows from existing sources, 
including a 12 mgd capacity increase of the Taylor Creek Reservoir surface water treatment 
facility at the Dyal Plant to handle additional demand beyond 2023.  Of the proposed capital 
projects, the following will increase the City’s treatment, distribution, and transmission 
capacity: 
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1.  S. Merritt Island 16" Water Main ('02=1000 ft; '04=1.2mi along SR3 from SR520 to 
MI Airport; '03=3.2mi; '08=2.3mi along S. Tropical Trail from Georgiana St to 
Pineda Causeway) 

2.  Well field 42" Pipe (~3mi) 
3.  S. Mainland 42" Water Main (~24000 ft) 
4.  Fiske Blvd. Improvements 
5.  Raw Water ASR Demonstration Project-Admin.  [District participation=$1.2m] 
6.  Port Canaveral Ground Storage & Pump Station. 
7.  S.R. 5 (US 1) Relocation of W/WW/RW Mains (Barnes to RLJones/RLJones to 

Cidco Rd.) 
8. S.R. 3 (Courtenay Pkwy) from SR520 to SR528 
9. Expand Surface Water Treatment Capacity 
10. Construct/equip Reclaimed ASR Wells [District participation=$675,000; Cocoa's cost 

is $225,000] 
11. Reuse Ground Storage Tank incl. land acquisition 
12. Expand Waste Water Treatment Capacity 

IX. REVISED COMPREHENSIVE PLAN ELEMENTS 

A draft ordinance, which revises the Intergovernmental Coordination, Capital Improvements, 
Conservation, and Public Facilities Elements, is attached as Exhibit “F”.  After assessing the 
current Comprehensive Plan, the City feels that these are the only elements that need to be 
amended in order to implement the Water Supply Facilities Work Plan.  Below is an analysis 
of the pertinent elements of the Comprehensive Plan: 

A. Capital Improvements 
 
No amendments to the Goals, Objectives, and Policies of the Capital Improvements Element 
are proposed.  Only Attachment IX of the background document will be updated to reflect at 
least a five-year schedule of capital improvements. 

B. Intergovernmental Coordination 
 
Policies in the Intergovernmental Coordination Element will be revised to establish a 
relationship between the Water Facilities Work Plan, District Water Supply Plan (SJRWMD 
2000), SJRWMD’s water supply assessments, Consumptive Use Permit process, East Central 
Florida Water Supply Planning Initiative, East Central Florida Regional Planning Council, 
SJRWMD staff, and local governments throughout Cocoa’s water service area. 
 
Policies will be added to the Intergovernmental Coordination Element to address the 
following: 

• Supply and demand projections will be consistent with the abovementioned plans, 
assessments, and processes. 

• The City will actively participate in water supply planning work groups and meetings 
on an as-needed basis. 
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C. Public Facilities Elements 
 
The most recent minimum level of service (LOS) standards for wastewater were effective on 
May 14, 1996 and have been verified to be up-to-date and effective as of September 5, 2000.  
Potable water minimum LOS standards were also updated to reflect a 40-50 psi peak hour 
pressure. 

Potable Water Sub-Element 

Two additional objectives and associated policies were added to the Potable Water 
Sub-Element to address the Water Supply Facilities Work Plan. 
 
The first objective requires the City to maintain a Water Supply Facilities Work Plan 
that covers a minimum ten-year planning period.  The associated policies require 
continuous updates to the Water Facilities Work Plan including consistency with LOS 
standards and State and regional plans, a plan to seek alternative sources of water, 
demand projections, a capital improvements schedule, and the provision of facilities 
to withdraw, transmit, treat, store and distribute potable water. 
 
The second objective requires the City to identify and use water supply sources that 
are consistent with the Water Supply Facilities Work Plan.  The associated policies 
will direct the City to develop feasible water sources and avoid adverse impacts to the 
environment.  The policies will also require the City to maximize the use of 
alternative water supplies and implement management techniques in order to sustain 
water resources, and enhance existing supplies. 

D. Conservation 
 
No amendments to the Goals, Objectives, and Policies of the Capital Improvements Element 
are proposed.  Only the background document of the Conservation Element will be revised to 
update the projected water demands and sources identified in the Water Supply Facilities 
Work Plan. 

Groundwater Sub-Element 

The City feels the Groundwater Sub-element already addresses the requirements of 
the Water Supply Facilities Work Plan.  The objective of the Groundwater Sub-
Element is to reduce per capita consumption of fresh groundwater by its residents 
through conservation and reuse of existing water supplies, and through the 
establishment and use of non-potable supplies. 
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CAPITAL IMPROVEMENT PLAN - SUMMARY FY FY FY FY FY FY FY FY FY FY FY 2004 FY 2009 FY 2004
PROJECT# PROJECTS DIV. 2004 2005 2006 2007 2008 2009 2010 2011 2012 2013 FY 2008 FY2013 FY2013

421 - Water/Sewer Fund
must 
B.6

02-63-4028 S. Merritt Island 16" Water Main ('02=1000 ft; '04=1.2mi along SR3 from 
SR520 to MI Airport; '03=3.2mi; '08=2.3mi along S. Tropical Trl from 
Georgiana St to Pineda Cswy) [ASCC]

4010 320 750 1,070 0 1,070
* A.3 07-63-4029 Wellfield 42" Pipe (~3mi) [Bond]] 4010 1,300 1,300 0 1,300
must 
A.1 03-63-4036 S. Mainland 42" Water Main (~24000 ft) [SMWSA ASCC] 4010 3,735 3,735 0 3,735

06-03-4039 Replace Vehicles-Admin/Eng. 4010 22 23 48 50 0 0 28 29 93 107 200
* B.7 07-63-4062 Fiske Blvd. Improvements [SRF WW Loan] 4010 1,000 1,000 0 1,000
* 04-62-4083 New Utilities Building/Combined Lab [Bond] 4010 160 2,000 2,160 0 2,160

04-63-xxxx Raw Water ASR Demonstration Project-Admin. [District=$1.2m] 4010 1,000 500 1,500 0 1,500
* A.2 05-63-xxxx Port Canaveral Ground Storage & Pump Stn. [Bond] 4010 250 1,800 2,050 0 2,050

03-63-xxxx Geographic Information System (plus P&O costs) 4010 100 100 200 0 200
must 
B.1 04-63-xxxx

S.R. 5 (US 1) Relocation of W/WW/RW Mains (Barnes to 
RLJones/RLJones to Cidco Rd.) [Bond] 4010 750 6,500 7,250 0 7,250

must 
A.X 05-63-xxxx S.R. 3 (Courtenay Pkwy) from SR520 to SR528 [Bond] 4010 175 1,450 1,625 0 1,625
B.1

04-63-xxxx
U.S.1 Sewer Main Extension (Dixon Blvd. to S.R. 528) [SRF WW Loan, 
Special Assessment] 4010 150 1,000 1,150 0 1,150

04-63-4043 Replace Well Pumps, Motors, Equip.-Wewahootee 4015 80 80 80 90 90 90 90 90 90 90 420 450 870
05-63-xxxx Replace Packing in 2 Stripping Towers-Wewahootee 4015 225 225 450 0 450
03-63-xxxx Replace sluice gates over 2 years (5 per tower)-Wewahootee 4015 20 20 0 20
04-63-xxxx Replace PCCP Pipe in Well Field 4015 50 1,500 50 1,500 1,550
13-64-xxxx Upgrade Generators + Trf. Switches-Wewahootee 4015 1,000 0 1,000 1,000
04-03-4048 Replace Vehicles-Dyal 4020 43 60 36 67 75 22 0 130 0 0 281 152 433
04-64-xxxx Replace pumps, motors, equipment-Dyal 4020 25 25 25 30 30 30 30 30 30 30 135 150 285
04-64-xxxx Replace Equipment Trailer-Dyal 4020 15 15 0 15
02-64-xxxx Rehab. High-service Pump Motor + EM Drive 4020 40 40 0 40
04-63-xxxx Upgrade Dyal Plant SCADA 4020 200 200 200 200 200 200 200 200 200 200 1,000 1,000 2,000
07-62-xxxx Reroof high service pump building 4020 100 100 0 100
04-62-xxxx Construct covered walkway (filter catwalk to chemical bldg.) 4020 20 20 0 20
05-64-4124 Replace Kubota Tractor 4020 15 15 0 15

* 07-63-4902 Expand Surface Water Treatment Capacity [Bond] 4020 650 6,000 6,650 0 6,650
04-62-xxxx Climate Control in Ozone Generator Bldg. 4020 65 65 0 65
04-64-xxxx Install CL2 Recirculation Pumps/Equipment 4020 100  100 0 100
04-64-xxxx Cathodic Protection in Steel Tanks 4020 20 60 80 0 80

must 04-64-xxxx Implement Emergency Response Plan 4020 1,000  1,000 0 1,000
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CAPITAL IMPROVEMENT PLAN - SUMMARY FY FY FY FY FY FY FY FY FY FY FY 2004 FY 2009 FY 2004
PROJECT# PROJECTS DIV. 2004 2005 2006 2007 2008 2009 2010 2011 2012 2013 FY 2008 FY2013 FY2013

421 - Water/Sewer Fund

05-64-xxxx Install Generator at Industrial Park Pump Station 4020 130 130 0 130
05-64-xxxx Replace VFD on High Service Pump #4 4020 225 225 0 225
04-03-4001 Replace Vehicles-T/D 4025 165 235 106 22 184 138 238 27 100 100 712 603 1,315
05-64-4002 Replace Air Compressor 4025 17 17 0 17
03-64-4010 Replace 1988 Backhoe 4025 84 84 0 84
04-63-4018 Replace Galvanized & Cast Iron Mains 4025 80 80 80 80 80 80 80 80 80 80 400 400 800
04-63-4019 Replace Galvanized Services & Saddles 4025 60 60 60 60 60 60 60 60 60 60 300 300 600
04-63-4056 New Meters & Services 4025 140 140 140 140 140 140 140 140 140 140 700 700 1,400
04-63-4057 Cross Connection Control Devices 4025 60 60 60 60 60 60 60 60 60 60 300 300 600
05-62-4063 Renovate Offices/New Generator 4025 200 200 0 200
04-63-4067 Old Age Meter Changeout Program 4025 260 250 250 260 280 250 250 250 250 250 1,300 1,250 2,550
03-03-xxxx New Dump Truck (1-ton) 4025 40 40 0 40
04-64-xxxx Replace Equipment Trailers 4025 20 20 20 40 20 60
12-64-xxxx Replace 2002 Backhoe 4025 65 0 65 65

* 04-64-xxxx Radio-Read Meter System 4025 250 100 100 100 100 650 0 650
04-64-xxxx Purchase a Power Mole 4025 25 25 0 25

* 04-63-xxxx GIS/GPS Record Map Information System 4025 100 250 200 550 0 550
05-03-4049 Replace Vehicles-Utility Maintenance 4040 24 30 24 30 54
04-64-xxxx Install six-ton crane 4040 40 40 0 40
04-63-4101 Lift Station/Force Main Upgrades 4115 250 250 250 250 250 250 250 250 250 250 1,250 1,250 2,500

* B.2
03-63-4111

U.S.1 Force Main Replacement/New Reclaimed Main (Cidco Rd. to Camp 
Rd.) [SRF WW Loan] 4115 200 1,900 2,100 0 2,100

04-63-4114 Refurb/Replace Sewer Mains & Lines 4115 200 200 200 200 200 200 200 200 200 200 1,000 1,000 2,000
* 04-62-xxxx Solid Waste Transfer Station 4115 50 50 0 50

04-64-xxxx Standby Generators for lift stations (2/year) 4115 50 50 50 50 50 50 50 50 50 50 250 250 500
04-03-xxxx Replace Vehicles-SC 4115 38 85 140 100 30 100 40 90 40 50 393 320 713
04-63-xxxx Plaza Parkway 8" Force Main (material only) 4115 30 30 0 30
04-63-4110 Reuse Distribution System Expansion 4115 100 100 100 75 75 75 75 75 75 75 450 375 825

* 04-64-xxxx New Sewer VAC Truck (old one to Stormwater) 4115 200 200 0 200
* 04-64-xxxx Sewer Inspection "LAMP" Camera 4115 53 53 0 53

05-64-xxxx 4" Vacuum Well Point Pump 4115 17 17 0 17
05-64-xxxx Asphalt Roller with Trailer 4115 17 17 0 17

must 04-62-xxxx Construct Waste Water Maintenance Building  [SRF WW Loan] 4115 555 555 0 555
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CAPITAL IMPROVEMENT PLAN - SUMMARY FY FY FY FY FY FY FY FY FY FY FY 2004 FY 2009 FY 2004
PROJECT# PROJECTS DIV. 2004 2005 2006 2007 2008 2009 2010 2011 2012 2013 FY 2008 FY2013 FY2013

421 - Water/Sewer Fund

04-03-4108 Replace Vehicles-Sellers 4120 20 30 22 25 50 47 97
* 05-64-4120 Increase Effluent Filtration [SRF WW Loan] 4120 500 500 0 500

02-64-4122 Replace Influent Pumps + VFDs 4120 14 14 28 0 28
* 04-63-4130 Repaint Reclaimed Water Elevated Tank 4120 20 20 0 20

05-63-xxxx Refurbish Belt Filter Press 4120 20 20 0 20
* 03-63-xxxx Install Biological Odor Control System [SRF WW Loan] 4120 240 240 0 240

04-62-xxxx Repaint seven Plant buildings 4120 20 20 0 20

04-63-xxxx
Construct/Equip Reclaimed ASR Wells [District participation=$675,000] 
Cocoa's cost is $225,000 4120 225 225 0 225

A.Y 12-63-xxxx Reuse Ground Storage Tank incl. land acquisition [Bond] 4120 1,500 0 1,500 1,500
13-63-xxxx Expand Waste Water Treatment Capacity [Bond] 4120 10,000 0 10,000 10,000
06-63-xxxx Upgrade WRF SCADA 4120 15 15 15 15 30 45
05-64-xxxx Install Corrosivity Control for Reclaimed Water 4120 30 30 0 30
04-64-xxxx Modify Effluent Filter Pump & Controls 4120 30 30 0 30

Total Water/Sewer Fund 11,512 8,674 13,089 4,877 8,702 1,832 1,808 1,732 3,263 14,164 46,854 22,799 69,653
Initially funded by SRF WW Loan(s) (Debt Svc. From Revenue) 1,145 2,400 1,000 1,000 0 0 0 0 0 0 5,545 0 5,545

Initially funded by Bond(s) (Debt Svc. From Revenue) 910 2,425 9,750 1,950 6,000 0 0 0 1,500 10,000 21,035 11,500 32,535

Initially funded (whole or part ) by others 5,055 500 0 0 750 0 0 0 0 0 6,305 0 6,305
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ORDINANCE NO.  ____________ 
 
AN ORDINANCE OF THE CITY OF COCOA, BREVARD COUNTY, 
FLORIDA, RELATING TO COMPREHENSIVE PLANNING; SETTING 
FORTH AND ADOPTING AMENDMENTS TO THE COMPREHENSIVE 
PLAN RELATING TO THE INTERGOVERNMENTAL 
COORDINATION, CAPITAL IMPROVEMENTS, AND PUBLIC 
FACILITIES ELEMENTS; PROVIDING AN EFFECTIVE DATE AND 
LEGAL STATUS OF THE PLAN AMENDMENTS; PROVIDING FOR 
TRANSMITTAL OF THE PLAN AMENDMENT TO THE DEPARTMENT 
OF COMMUNITY AFFAIRS; PROVIDING FOR THE REPEAL OF 
PRIOR INCONSISTENT ORDINANCES AND RESOLUTIONS; 
PROVIDING FOR SEVERABILITY; AND PROVIDING FOR AN 
EFFECTIVE DATE. 
 
WHEREAS, Section 163.3161, Florida Statutes, establishes the Local Government 

Comprehensive Planning and Land Development Regulation Act; and 
 
WHEREAS, the 2002 Florida Legislature expanded local government comprehensive 

plan requirements to strengthen coordination of water supply planning and local land use 
planning; and 

 
WHEREAS, Section 163.3184, Florida Statutes, establishes a process for adoption of 

comprehensive plans or plan amendments; and 
 
 
WHEREAS, this Comprehensive Plan amendment is directly related to the 

Comprehensive Planning and Water Supply Planning in Florida; and 
 
WHEREAS, on June 29, 1957, Chapter 57-1232, the Laws of Florida, authorized the 

City of Cocoa to extend its water mains and water distribution system beyond its limits and to 
sell water through said system to private individuals or other uses for profit; and 

 
WHEREAS, the City of Cocoa’s water mains and water distribution system extends 

from the north line of Township 23 to the south line of Township 26 in Brevard County, Florida, 
and within the corporate limits of other municipalities existing in Brevard County, Florida, with 
the consent of such municipality; and 

 
WHEREAS, the City of Cocoa City Council recognizes the need and desire for better 

integration of land use planning, proposed development and water supply; and 
 
WHEREAS, the City of Cocoa Utilities Department actively participated in the St. Johns 

River Water Management District’s 2020 Water Supply Planning Process; and 
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WHEREAS, in accordance with Section 163.3171, Florida Statutes, the City of Cocoa 
City Council designated by ordinance the City of Cocoa Planning and Zoning Board as the Local 
Planning Agency for the City of Cocoa; and 

 
WHEREAS, the City of Cocoa Local Planning Agency held a public hearing on various 

proposed Comprehensive Plan amendments related to the consideration of the District  Water 
Supply Plan (St. Johns River Water Management District, 2000), inclusion of a Water Supply 
Facilities Work Plan, and the assessment of projected water needs and sources after due public 
notice on __________ ____, 2003; and 

 
WHEREAS, the City of Cocoa City Council held a public hearing on these 

Comprehensive Plan amendments after due public notice on __________ ____, 2003; and 
considered the advice and findings of the Local Planning Agency, and upon thorough and 
complete consideration and deliberation, approved the proposed Comprehensive Plan 
amendments for transmittal to the Department of Community Affairs; and 

 
WHEREAS, the City of Cocoa City Council has determined that the Work Plan is based 

upon the best available data and analysis and that appropriate consideration and 
intergovernmental coordination has been given to the District  Water Supply Plan (St. Johns 
River Water Management District, 2000); and 

 
WHEREAS, the City of Cocoa City Council has assessed projected water needs and 

sources for at least a 20-year planning period, and has determined that there is a sufficient supply 
of potable water in the Cocoa Water Distribution System to meet customer demand for at least a 
20-year period; and 

 
WHEREAS, the City of Cocoa transmitted the proposed amendments on __________ 

____, 2003, to the Department of Community Affairs pursuant to Section 136.3184 and Rule 9J-
11, Florida Administrative Code; and 

 
WHEREAS, the City of Cocoa received from the Florida Department of Community 

Affairs an “Objections, Recommendations and Comments Report” on __________ ____, 2003, 
reflecting the Department’s review of the proposed amendments; and 

 
WHEREAS, the City of Cocoa Local Planning Agency held a second public hearing 

after due public notice on __________ ____, 2003; reviewed the written comments submitted by 
the Department of Community Affairs in the Objections, Recommendations; and Comments 
Report and reviewed all other written or oral comments submitted by members of the public, 
other local governments, and reviewing agencies; and 

 
WHEREAS, the City of Cocoa Local Planning Agency recommended these 

Comprehensive Plan amendments to the City of Cocoa City Council for adoption; and 
 
WHEREAS; the City of Cocoa City Council held a second public hearing after due 

public notice on __________ ____, 2003 at which it reviewed the written comments submitted 
by the Department of Community Affairs in the Objections, Recommendations; and Comments 
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Report; reviewed all other written or oral comments submitted by members of the public, other 
local governments and reviewing agencies; and reviewed the recommendations of the City of 
Cocoa Local Planning Agency; and 

 
WHEREAS, the Amendment adopted by this Ordinance complies with the requirements 

of the Local Government Comprehensive Planning and Land Development Regulation Act. 
 
 NOW, THEREFORE, BE IT ORDAINED BY THE CITY OF COUNCIL OF THE 
CITY OF COCOA, FLORIDA, as follows: 
 
Section 1. Recitals.  The foregoing recitals are true and correct, and incorporated herein. 
 
Section 2. Authority.  This Ordinance is adopted in compliance with, and pursuant to, the 
Local Government Comprehensive Planning and Land Development Regulations Act, Section 
163.184 and 163.187, Florida Statutes. 
 
Section 3. Purpose and Intent.  It is hereby declared to be the purpose and intent of this 
Ordinance to clarify, expand, correct, update, modify and otherwise further the provisions of the 
1998-2008 City of Cocoa Comprehensive Plan. 
 
Section 4. Adoption of Text Amendments.  Pursuant to Comprehensive Plan Amendment 
PZ-03-017, the 1998-2008 City of Cocoa Comprehensive Plan is hereby amended to include the 
underlined language and to delete the stricken-through language as indicated for each provision, 
as set forth in Exhibit “A” attached hereto and incorporated herein by reference. 
 
Section 5. Transmittal to the Department of Community Affairs.  The City Manager or 
his designee is hereby designated to sign a letter transmitting this Text Amendment to the 
Department of Community Affairs, in accordance with Section 163.3187 (1)(c)4, Florida 
Statutes, and Section 9J-11 Florida Administrative Code. 
 
Section 6. Repeal of Prior Inconsistent Ordinances and Resolutions.  All prior adopted 
ordinances and resolutions or parts or ordinances and resolutions in conflict herewith are hereby 
repealed to the extent of the conflict. 
 
Section 7. Severability.  Should any section or provision of this ordinance, or any portion 
hereof, any paragraph, sentence, or word be declared by a Court of competent jurisdiction to be 
invalid, such a decision shall not effect the validity of the remainder hereto as a whole or part 
thereof to be declared invalid. 
 
Section 8. Effective Date and Legal Status of the Plan Amendments.  The effective date 
of this amendment shall be the  date a final order is issued by the Department of Community 
Affairs, or the Administration Commission finding the amendment in compliance with Section 
163.3184, Florida Statutes.  After and from the effective date of this amendment, the 
comprehensive plan amendments stated in Section 4 of this Ordinance shall amend the 1998-
2008 Comprehensive Plan and become a part of that plan and the plan amendments shall retain 
the legal status of the 1998-2008 City of Cocoa Comprehensive Plan, as amended. 
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ADOPTED by the City Council of the City of Cocoa, Florida, in a regular meeting assembled on 
the _______ day of __________, 2003. 
 
 

__________________________________ 
Judy Parrish, Mayor 

 
ATTEST: 
 
_____________________________ 
Joan Clark, City Clerk 
 
Transmittal hearing:        
Adoption hearing:        
Effective Date:        
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4. PUBLIC FACILITIES ELEMENT 
GOAL 4.1 

Public facilities shall be provided in a manner that protects investments in existing facilities 
and promotes orderly, compact urban growth, and discourages urban sprawl. 

OBJECTIVE 4.1.1 
The City will continue to ensure that at the time a development permit is issued, adequate facility 
capacity is available or will be available when needed to serve the development. 

Policy 4.1.1.1 The following level of service (LOS) standards are hereby adopted, and 
shall be used as the basis for determining the availability of for 
development. Whenever appropriate methods for determining available 
capacity and demand should incorporate peak demand coefficients for each 
facility and each type of proposed development. 

 
LOS STANDARDS 

 

DEVELOPMENT TYPE 
Industrial 5000 gallons per day per acre
Office Space 15 gallons per capita per day
Residential 300 gallons per day per household
Schools 15 gallons per capita per day
Hotel/Motel 100 gallons per day per room
Restaurant 50 gallons per day per seat

WASTEWATER 
 
Source: Chapter 64E-
6.00810D-6, Florida 
Administrative Code; 
Standards for Onsite 
Sewage Treatment and 
Disposal Systems, 
Revisions Effective 
September 5, 2000 
May 14, 1996 
 Bar/Lounge 20 gallons per day per seat

 
DESIGN STORM EVENT 
Twenty-five year frequency/24-hour duration event 
ON-SITE STORMWATER MANAGEMENT 
Retention of the first one inch of rainfall runoff for 
drainage areas of acre or more; or retention of first one-
half inch of rainfall runoff for drainage areas of less 
than one acre. 
STORMWATER QUANTITY 
Post development runoff flow rates, quantities, peaks, 
and velocities shall be equal to or less than levels that 
existed prior to development. 

DRAINAGE 

STORMWATER QUALITY 
No significant degradation of water quality in receiving 
water bodies 
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AVERAGE FLOW 
265 gallons per day per ERC (equivalent residential 
connection) 
PEAK DAILY FLOW 
398 gallons per day per ERC 
PEAK FLOW COEFFICIENT 
1.5 

POTABLE WATER 

PRESSURE 
Normal: 55-65 psi 
Peak Hour: 4540-50 psi 
During Fire: 20 psi 
DISPOSAL (BREVARD COUNTY LANDFILL) 
Cocoa Contribution Rate: 1.2 tons per capita per year 

SOLID WASTE 
COLLECTION 
Residential: 2 times per week, each household 
Non-Residential: 2 to 6 times per week as needed, each 

location 
Green Waste and Recyclable: Once per week 

 

Policy 4.1.1.2 All improvements for replacement, expansion or increase in capacity of 
facilities shall be compatible with the adopted LOS standards for the 
facilities. 

Policy 4.1.1.3 The City Manager's office and the Utilities Department shall jointly 
develop procedures to update facility demand and capacity information as 
development orders or permits are issued. 

Policy 4.1.1.4 Prior to new project approvals, evaluation of capacity to meet demand for 
water and wastewater treatment facilities shall be prepared by the Utilities 
Department. 

 

Policy 4.1.1.5 Consistent with the urban growth policies of the Future Land Use element 
and other applicable elements of this Plan, provision of wastewater, surface 
water management, potable water, and solid waste services shall be limited 
to: (1) the service areas for the wastewater and surface water management, 
(2) contractual agreements with Brevard County for solid waste disposal 
facilities, and (3) areas where the City has legal commitments to provide 
facilities and services as of the adoption of this plan. 

OBJECTIVE 4.1.2 
Provision of public facilities will be coordinated with the Future Land Use element to discourage 
urban sprawl and maximize the use of existing facilities. 

Policy 4.1.2.1 A Capital Improvements Coordinating Committee shall be created by the 
City Manager for the purpose of evaluating and ranking capital 
improvement projects proposed for inclusion in the five-year schedule of 
capital improvement needs, as approved by City Council. 
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Policy 4.1.2.2 The City Manager will prioritize Capital Improvement's according to 
Objective 4.1.3 and Policy 4.1.3.1. 

OBJECTIVE 4.1.3 
The City will maintain a five-year schedule of capital improvement needs for public facilities to 
be updated annually in conformance with the review process for the Capital Improvements 
element of this Plan. 

Policy 4.1.3.1 Proposed capital improvement projects will be evaluated and ranked 
according to the priority level guidelines listed at the end of this element.  
Ranking criteria may be reviewed as needed by the City Manager. 

OBJECTIVE 4.1.4 
Existing facility deficiencies and replacement needs identified in the Capital Improvements 
Element will be corrected according to the Capital Improvements Schedule (see Objective 4.1.3). 

Policy 4.1.4.1 Projects of the Capital Improvements Schedule designated as correcting 
existing deficiencies or replacement needs will be given a Level One 
Priority. 

OBJECTIVE 4.1.5 
The extension or increase in the capacity of public facilities to meet future needs, as identified in 
the Capital Improvements Element, will be coordinated with the Future Land Use element, the 
five-year Capital Improvements Schedule, and other governmental jurisdictions as appropriate. 

Policy 4.1.5.1 Projects of the five-year Capital Improvements Schedule designated as 
meeting future needs will be given a Level Two or Three Priority. 

 
 
 
CRITERIA FOR PRIORITY RANKING OF CAPITAL IMPROVEMENT PROJECTS 
 
PRIORITY ONE 

o The project is needed to protect public health and safety. 
o The project fulfills the City's legal commitment to provide facilities and services. 
o The project corrects an existing facility deficiency or provides for needed 

replacement of facility components, in order to preserve or achieve full use of 
existing facilities. 

 
PRIORITY TWO 

o The project increases efficient use of existing facilities. 
o The project prevents or reduces future improvement costs. 
o The project provides service to developed areas lacking full service. 
o The project promotes in-fill development. 

 
PRIORITY THREE 

o The project represents a logical extension of facilities 
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*** 

 

POTABLE WATER SUB-ELEMENT 
GOAL 4.4 

The City will continue to provide potable water service to the citizens of Cocoa, 
municipalities and unincorporated areas within the franchise area granted by the State, 
and Federal installations within the franchise area. The City Water Treatment Plant will 
be operated in compliance with all local, state and federal regulations and standards. 

OBJECTIVE 4.4.1 
Provision of potable water service shall be consistent with Goal 4.1: Public Facilities in General, 
and all objectives and policies of Goal 4.1. 

OBJECTIVE 4.4.2 
The Water Treatment Plant will continue to maintain sufficient design capacity to meet existing 
and projected flow rates based on annual summaries of capacity and demand information 
prepared by Utilities Department. 

Policy 4.4.2.1 Projected flow rates will be updated annually based on best available data. 

Policy 4.4.2.2 Expansion of the design capacity of the Water Treatment Plant will be 
consistent with the goals, objectives and policies of the Plan and multi-
jurisdictional water planning efforts in central Brevard County. 

OBJECTIVE 4.4.3 
The City will continue to provide potable water to its franchise area which is consistent with 
Goal 4.1, Public Facilities in General, and all objectives and policies of Goal 4.1. 

Policy 4.4.3.1 Potable water contractual agreements will include all necessary legal 
requirements, rates, service area specifications and relevant information 
pertinent to the provision of potable water service. 

Policy 4.4.3.2 Development within the franchise area will be coordinated with the City 
specifications and requirements for provision of potable water service. 

Policy 4.4.3.3 Expansion of the distribution system will continue to be funded by user 
fees and connection charges and supplemented with grant funds when 
appropriate. 

Policy 4.4.3.4 By 1999, the installation of a transmission main along the SR 528 
causeway from North Courtenay Parkway to SR A1A will be started in 
order to provide more reliable water supply to customers on the beaches. 
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OBJECTIVE 4.4.4 
Water conservation will be ensured through standards established in the City's Consumptive Use 
Permit issued by the St. John’s River Water Management DistrictSJRWMD.  All goals, 
objectives, and policies of the Conservation Element pertaining to use of potable water shall 
apply. 

Policy 4.4.4.1 The City's land development regulations will include water conservation 
strategies.  Conservation strategies may include, but are not limited to: 

1. Installation of water conserving plumbing fixtures in new or 
renovated building construction that is, at a minimum, 
consistent with the requirements of the State Water 
Conservation Act,.  (Section 553.14, F.S.), and the Brevard 
County Water Conservation Plan. 

2. Water reuse and/or reclamation, for irrigation, industrial use 
and other appropriate non-potable water use applications. 

3. Requesting new development to use natural vegetation and/or 
drought resistant plants. 

4. Continued utilization of escalating block rate water pricing for 
potable water use. 

Policy 4.4.4.2 The City will support water conservation through participation in existing 
county, state and federal programs, and by establishing its own programs. 

 
OBJECTIVE 4.4.5 
 
The City will maintain a Water Supply Facilities Work Plan for at least a ten- (10) year planning 
period addressing water supply facilities necessary to serve existing and future development 
within the City’s water service area. 

 
Policy 4.4.5.1 The Water Supply Facilities Work Plan will be consistent with the potable 

water level-of-service standards established in Policy 4.1.1.1. 
 
Policy 4.4.5.2 The Water Supply Facilities Work Plan will be updated concurrently with 

updates of the District Water Supply Plan (SJRWMD, 2000). 
 
Policy 4.4.5.3 When updating the Water Supply Facilities Work Plan, the City will seek 

alternative sources of water in order to meet projected demand increases. 
 
Policy 4.4.5.4 The Water Supply Facilities Work Plan will be used to prioritize and 

coordinate the expansion and upgrade of facilities used to withdraw, 
transmit, treat, store and distribute potable water to meet future needs. 

 
Policy 4.4.5.5 The City will establish and maintain, at a minimum, a current five-year 

schedule of capital improvements for the improvement, extension and/or 
increase in capacity of water facilities. 
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OBJECTIVE 4.4.6 
 
The City will identify and utilize sources of water that can be used to meet existing and future 
needs when maintaining and updating the Water Supply Facilities Work Plan. 
 

Policy 4.4.6.1 In conjunction with the SJRWMD and other local governments, the City 
will seek the development of efficient, cost-effective, and technically 
feasible water sources that will supplement future demands, without 
causing adverse impacts to water quality, wetlands, and aquatic systems.  
These sources may include, but are not limited to, brackish groundwater, 
surface water, and seawater. 

 
Policy 4.4.6.2 The City will maximize the use of existing potable water facilities through 

the implementation of management techniques that can enhance a source 
of supply, sustain water resources and related natural systems, and/or 
optimize water supply yield.  These techniques may include, but are not 
limited to, aquifer storage recovery, reclaimed water, system 
interconnects, and water conservation. 

 
Policy 4.4.6.3 City’s annual water consumption will be equal to or less than the amount 

allocated under the District-issued consumptive use permit or the 
projected demand in the most recently published District Water Supply 
Plan (SJRWMD). 

 
Policy 4.4.6.4 The City will participate in the implementation of the East Central Florida 

Water Supply Planning Initiative, updates of the SJRWMD’s water supply 
assessments, and updates of the District Water Supply Plan (2000), to enable 
the City to design and implement an effective water supply plan. 

 
*** 

 

6. CONSERVATION 
[The background document of the Conservation Element will be revised to reflect the projected 
water demands and sources identified in the Water Supply Facilities Work Plan.] 

 
*** 
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8. INTERGOVERNMENTAL COORDINATION ELEMENT 
GOAL 8 

The City will maintain an ongoing commitment to Intergovernmental 
Coordination to ensure that the growth management goals of the 
Comprehensive Plan will be effectively implemented. 
OBJECTIVE 8.1 
The City will continue to review and coordinate with the comprehensive plans of other local 
governments and districts. To include at least the following: 

1) Brevard County Comprehensive Plan; 

2) City of Rockledge Comprehensive Plan; 

3) State agencies and Central Brevard County jurisdictions as appropriate; and 

4) School Board of Brevard County District Plan. 

Policy 8.1.1  The City will exchange intergovernmental information and services with 
appropriate local governments through scheduled meetings and as 
requested. 

Policy 8.1.2  Land development regulations will include guidelines for responding to 
annexation opportunities and ongoing intergovernmental coordination with 
Brevard County's Planning and Development Department for resolution of 
annexation issues. 

Policy 8.1.3  In the event of a conflict with the Comprehensive Plan of another local 
government which cannot be successfully resolved within a reasonable 
period of time, the City will appeal to the East Central Florida Regional 
Planning Council's informal mediation process.  Wherever possible, the 
appeal will be submitted as a joint request by the local governments. 

OBJECTIVE 8.2 

Proposed development will be evaluated by the City staff for its impact on adjacent local 
governments or regions. Where a potential impact exists, the City will solicit comments from the 
appropriate unit(s) of government before issuance of a development order. 

Policy 8.2.1 The City staff will evaluate development projects in Cocoa to include an 
assessment of impacts on the Comprehensive Plans of adjacent 
jurisdictions. 

Policy 8.2.2 The City staff will assess development proposed in this Comprehensive 
Plan, including the Future Land Use Element and the Capital 
Improvements Element, for impact on the comprehensive plans of adjacent 
jurisdictions. 

OBJECTIVE 8.3 
By 1989, LOS standards that are consistent with the Plan will be included in any interlocal 
agreement or private service provider agreement. 



DRAFT ORDINANCE EXHIBIT “A” 

- Page 8 of 9 - 

Policy 8.3.1 The City will continue to contract with a private service provider for solid 
waste collection service and disposal at the Brevard County landfill. 

OBJECTIVE 8.4 
The City will continue to function as the primary provider for potable water service in Central 
Brevard County. 

Policy 8.4.1 Development within the franchise area will be coordinated with the City's 
specifications and requirements for provision of potable water service. 

 
Policy 8.4.2 The City will review and coordinate with the most recently published 

District Water Supply Plan (2000) and SJRWMD staff in projecting future 
supply and demand of potable water and alternative sources and preparing 
amendments to the Water Facilities Work Plan and Consumptive Use 
Permit process. 

 
Policy 8.4.3 The City will exchange water supply information and services with the 

SJRWMD, East Central Florida Regional Planning Council, and local 
governments through water supply planning work groups and through 
meetings on an as-needed basis. 

 
Policy 8.4.4 The City will participate in the implementation of the East Central Florida 

Water Supply Planning Initiative, updates of the SJRWMD’s water supply 
assessments, and updates of the District Water Supply Plan (2000), to 
enable the City to design and implement an effective water supply plan. 

 

OBJECTIVE 8.5 
The City will continue to establish new intergovernmental relationships while strengthening 
existing ties in the areas of natural resource management and protection. 

Policy 8.5.1 The City will seek and undertake the establishment of enhanced 
intergovernmental relationships as identified in Objective 4.3.4 and 
associated policies, Policies 4.3.2.9, 4.3.3.5, 4.3.4.4 and other applicable 
objectives and policies. 

Policy 8.5.2 The City shall coordinate with District 4 Parks and Recreation in an effort 
to construct a regional/community park in the northwest portion of the 
City. 

Policy 8.5.3 The City should coordinate with the Brevard County School Board to 
document problems in the educational system and implement corrective 
actions. 

Policy 8.5.4 The City shall coordinate with FDOT and Brevard County to develop a 
plan to modernize Cocoa’s roads. 
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OBJECTIVE 8.6 
The cCity shall map the known locations of future public facilities and services and provide for 
those public facilities and services consistent with the Capital Improvements Elelment and the 
policies and criteria of the City’s Comprehensive Plan. 

Policy 8.6.1 The City shall require the dedication of adequate lands for community 
facilities or purchase such lands through the use of bonds, special 
assessments, ad valorem revenue or through impact fees and other 
development generated revenue. 

Policy 8.6.2 The City shall develop an interlocal agreement with the School Board of 
Brevard County for locating future school sites during the development 
approval process. 

Policy 8.6.3 The City shall, through its Land Development Regulations, accommodate 
public schools, through a public hearing process, based on their 
neighborhood function and ability to provide for efficient public facilities 
and services without regard to zoning classification. 

Policy 8.6.4 Public facilities and utilities shall be located to: 

1. Provide the most efficient service for the public facility or 
utility through providing a correct location and size facility; 

2. Reduce costs to the minimum for the Level of Service 
provided; 

3. Eliminate or mitigate their impacts on the natural environment; 
and 

4. Provide the designated level of service. 

 

*** 
 

9. CAPITAL IMPROVEMENTS ELEMENT 
[Attachment IX from the background document of the Capital Improvements Element will be 
amended to update the Five-Year Schedule of Capital Improvements.  It will include, at a 
minimum, the first five years of the Water Supply Facilities Work Plan.] 



City of Cocoa Model Water Facilities Work Plan – Task No. 1 

 

 

 

 

 

 

 

Map “A” 
City of Cocoa 

Water Service Area 
 

Townships 23 thru 26 
in Brevard County 
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Map “B” 
Water Collection 

and 
Treatment Facilities 
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Map “C” 
Major Water 

Distribution Mains 
and 

Storage Facilities 
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Map “D” 
Reclaimed Water 

Distribution System 
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Map “E” 
Water Service Area 

Existing and 
20-Year Projection 
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